IACS  History File + TB


Part A



UI SC260 “Sample Extraction Smoke Detection System (FSS Code / Chapter 10 / 2.4.1.2 as amended by MSC.292 (87))

Part A. Revision History 

	Version no.
	Approval date
	Implementation date when applicable

	New (Mar 2013) 
	26 March 2013
	01 January 2014


• New (Feb 2013)

.1 Origin for Change:
 
( Suggestion by IACS member  
.2 Main Reason for Change:

To clarify the definition of Fire control station for the purpose of the application of FSS Code 10.2.4.1.2 amended by MSC.292(87).
.3 List of non-IACS Member Classification Societies contributing through the TC Forum and/or participating in IACS Working Group:

None.

.4 History of Decisions Made:

The inquiry was raised by a member to seek the IACS statutory panel member’s view regarding the arrangement of panels of Sample Extraction Smoke Detection Systems where control panel is located in CO2 room and indicating units (repeater panels) are located in the navigation bridge and fire control station whether this arrangement is regarded to satisfy the requirement of FSS Code 10.2.4.1.2 amended by MSC.292(87) .
.5 Other Resolutions Changes 
None
.6 Dates:

Original Proposal: 09 July 2012 (By a Member)

Panel Approval: 09 March 2013 (By Statutory Panel)


GPG Approval: 26 March 2013 (13071_IGb)


Part B. Technical Background  

Annex 1. 
TB for New (Mar 2013)
See separate TB document in Annex 1. 
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